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1.PRIOR TO DEMOLITION AND SAW CUTTING, CONTRACTOR MUST SEAL ALL HVAC DEMOLISH VERTICAL WALL FROM FLOOR TO CEILING. REMOVE ALL UTILITIES IN WALL. (7) EXISITING FLOOR DRAINS AND FLOOR SINKS TO REMAIN UNLESS NOTED OTHERWISE.
SYSTEM SUPPLY AIR AND RETURN AIR OPENINGS WITH PLASTIC TO PREVENT DUST CUT AND CAP UTILITIES TO BELOW FLOOR AND PATCH TO MAKE READY FOR FLOOR
cr—s [0] EXISTING FLOOR SINK MIGRATION. IN ADDITION, ALL THERMOSTATS, DISCONNECT SWITCHES AND VARIABLE REPAIRS. PATCH CEILING WITH DRYWALL AND PAINT TO MATCH EXISTING. PATCH & (8 NEW FLOOR SINK, REFER TO PLUMBING PLAN FOR LOCATION.
FREQUENCY DRIVES, AND CONTROL PANELS MUST BE COVERED. m DEMOLITION PLAN PAINT WALLS WHERE FULL HEIGHT / PARTITION WALLS ARE REMOVED TO MATCH TO (9 NEW CLEANOUT, REFER TO PLUMBING PLAN FOR LOCATION.
A=101) SCALE: 1/4” = 10" ADJACENT EXISTING. REMOVE & SALVAGE URINAL PARTITION
— 2.AFTER MAJOR DEMOLITION AND SAW CUTTING, CONTRACTOR SHALL PERFORM A - '
EF—D KJ EXISTING FLOOR DRAIN FIRST PASS CLEANING TO REMOVE ALL VISUAL DUST FROM THE BUILDING REMOVE ITEMS IDENTIFIED AS SALVAGEABLE AND TURN OVER TO THE CITY. @) REMOVE & SALVAGE EXISTING PAPER TOWEL DISPENSER.
INCLUDING THE TOP OF DUCTWORK AND PIPES. PLAN DEMOLISH AND REMOVE ALL OTHER COUNTERS, SHELVES, ISLANDS ETC. REMOVE ALL
, , , , NORTH UTILITIES PROTRUDING THROUGH FLOOR. CUT AND CAP UTILITIES BELOW FLOOR AND (2 REMOVE & SALVAGE HAND DRYER
¢ [ cLosep ofF. 1T 1S 15;():2:4—8 PATCH TO MAKE READY FOR FLOOR REPAIRS OR TO MATCH EXISTING. @3 REMOVE DOOR & FRAME. COORDINATE WITH THE OWNER FOR THE DOOR
Efggg SFllf\lOKORV[l)EAIN OR /4 = =0 (3 DEMOLISH ALL TENANT WALLS INCLUDING ALL FINISHES, FRAMING AND UTILITIES. (3 ALTERNATE 1 : DEMOLISH STOREFRONT AND FLOORING TO REPLACE WITH NEW FLOOR
oo @ DEMOLISH EXISTING CONCRETE SLAB FOR NEW PIPES. COORDINATE W/PLUMBING. TILE TO MATCH ADJACENT EXISTING TILE. REMOVE & SALVAGE SERVICE COUNTER AND
PATCH/REPAIR CONCRETE SLAB AS REQUIRED TO MATCH TO EXISTING CONCRETE OTHER COUNTERTOPS WITH ALL THEIR LEGS & ACCESSORIES.
SLAB/TILE. SEE CONCRETE REPAIR DETAILS ON A—104. D RELOCATE EXISTING SINK, URINAL AND THEIR ACCESSORIES TO THEIR NEW LOCATION AS
SHOWN ON NEW WORK FLOOR PLAN A—102
(® DEMOLISH EXISTING BLOCK/BRICK WALL AS REQUIRED TO INSTALL NEW TOILET ROOM
ADDITION. INSTALL NEW STEEL ANGLE. REFER TO DETAILS ON A—104.
(6) DEMOLISH EXISTING RETURN GRILL (75”x24”+/—) ON CEILING. FRAME OPENING WITH
THIS DRAWING IS AND SHALL REMAIN THE PROPERTY OF GANNETT FLEMING, INC. ANY MISUSE, REUSE, I:) f 1 | C t'f' t' LUMBER (MlN 16” OC) AND |NSULATE REPA'R UNDERS'DE WlTH DRYWALL’ ,,PATCH'
ALTERATIONS, ADDITIONS, AND/OR DELETIONS OF THESE DRAWINGS ON PROJECT EXTENSIONS OR OTHER roressiondad erunication SAND AND PAINT TO MATCH TO ADJACENT EXISTING SURFACE. INSTALL 3/4” PLYWOOD
THE. EVENT THAT A CONFLICT ARISES BETWEEN THE SEALED DRAWINGS AND THE ELECTRONIC. FILES, THE | HEREBY CERTIFY THAT THESE DOCUMENTS WERE ON TOP SO PLYWOOD IS FLUSH WITH FLOOR. EXISTING CONCRETE SLAB IS
SEALED DRAWINGS WILL GOVERN. PREPARED OR APPROVED BY ME, AND THAT | AM APPROXIMATELY 5" THICK.
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qsb Bz, THE LAWS OF THE STATE OF MARYLAND, LICENSE
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LEGEND ABBREVIATIONS (1ELECT. PANEL NEW SLIDING (6) DOORS ON (2) ROWS OF TRACK
ALUM  ALUMINUM TERIOR 19 CONTRACT END DATE AND AFTER (2)CLEARANCE AROUND ELECT. PANEL @9 EXIST. PIPES & PANELS TO REMAIN
ALM - ALOMINUM SUBSTANTIAL COMPLETION, CONTRACTOR
er—s [O] EXISTING FLOOR SINK NEW WALL WALL TYPE FULL HEIGHT WALL TYPE SEr SETAL SHALL PERFORM A COMPLETE CLEANING (3STOOLS BY OTHERS (® EXIST. COLUMN (TYP.)
DWGS  DRAWINGS OF ALL FINISHED SPACES INCLUDING (DHIGH COUNTER. SEE DETAIL 7/A—104 ©) EXIST. WALL (TYP.)
eF—D [ EXISTING FLOOR DRAIN NEW DOOR boor v TENANT —— SPACE/ROOM NAME cool ERECTRICAL m rLOOR PLAN EF;F;'SZO“[‘)TUACLTLWE:EFASgiTOQX%QESEQ;gMENT' @AADA COMPLIANT COUNTER. SEE DETAIL 7/A—104 @® NEW FROSTED FILM ON GLASS
—— SPACE/ROOM NUMBER JAN JANITOR —102/ SCALE: 1/4" = 1'-0 ’ ’ P PATCH & PAINT THE WALL TO MATCH TO ADJACENT ATTACH TOP OF THE WALL TO EXISTING BRICK WALL W/METAL
¥ MEESR mgﬁﬂékllc%ﬁLRER LA ?'jll_:STthCI)GCA/_*rEFERWmLLSEQSETlROEI\RIAOQ/&% COORDINATE STUDS @ APPROPRIATE LOCATIONS AS REQUIRED
C CLOSED OFF. IT IS EXISTING DOOR SHEET NOTE PT. PRESSURE TREATED NORTH @ BUILT WALLS IN (2) PHASES;
CLOER LOOR DRAIN OR STRUCT STRUGTURAL o 2 4 8 (BUTILITY SINK PHASE 1: FRAME OUT WALL AND UTILITIES
o TYP TYPICAL e e — (7)SHELVES. SEE ENLARGED FLOOR PLAN ON A—103 PHASE 2: 'IA'\EFIE&IIQ\ITSEI?FgLAFNPSALCC():IaMLPEH'?ngI\AI'IFIFE)A(;FTHOER
vebF VERIEY INCFIELD /4" = 1=0 (®)RELOCATED EXISTING PLUMBING FIXTURES AND THEIR PIPING & 10 COME BACK AND INSTALL THE WALL
w/ FITTINGS AT THEIR NEW LOCATIONS. BOARD. FINISH. AND PAINT
ALTERATIONS, ADDITIONS, AND,OR  DELETIONS OF THESE DRANNGS ON PROJECT EXTENSIONS. OR OTHER Professional Certification (9DIAPER CHANGING STATION @) 12x12 ACCESS PANEL THAT COMPLIES W/FEMA'S REQUIREMENTS
R e B WL e | sy comry o s, socyuens e (ONew S SEE oG oruncs ® 5 AR LoGie GETIG () UGoD Sroc
- : NEW WATER CLOSET. SEE PLUMBING DRAWINGS » »
| A DULY LICENSED PROFESSIONAL ENGINEER UNDER ) e T oamos X 27 HIGH WALL MOUNTED STAINLESS STEEL
R THE LAWS OF THE STATE OF MARYLAND, LICENSE @QNEW TOILET PARTITION INCLUDING (2) DOORS
N % —
& sma %, EXPIRATION DATE: 4/16/13 @3STRUCT. STEEL ANGLE (LINTEL) ABOVE FOR THE @) SEE 2/A-104 FOR SUBFLOORING ABOVE THE CEILING
g 3 : NEW OPENING ON BRICK WALL. SEE DETAILS ON A—104
DESIGNED CADD SCALE CITY OF ANNAPOLIS JOB No. DRAWING No.
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IR AD AD AS NOTED ARCHITECTURAL NEW WORK FLOOR PLAN 23938 [ A_ 1097
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SEE DOOR
W SCALE: NTS SEE DOOR SCHED 1/4" SEE DOOR SCHED. - 2” SEE DOOR, 2" X 2" SEE DOOR SCHED.
SCHED . 6/TEMP £ SCHED £
~ ~
ROOM  FINISHES NOTE: THE NUMERICAL MATERIAL DESIGNATION TAKES PRECEDENCE OVER THE COLUMN LOCATION BOX 711+ = =
) ) / z ) / \ ) )
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Sls ofF “ls o N R = WOOD FLUSH DOOR HALFLITE DOOR ALUM. STOREFRONT DOOR
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o am B e e AR /3 \DOOR TYPES O\ FRAME TYPES
20 LOBBY (ADDITION) 1 2 2 P 2 P |8'=5 1/27|MATCH TO EXISTING HALLWAY HEIGHT. V.LF. FIRE RATED CEILING ASSEMBLY. W SCALE: NTS W SCALE: NTS
21 JANITOR'S CLOSET y) 2 P 2 P |8'=5 1/2”|MATCH TO EXISTING HALLWAY HEIGHT. V.LF.
22 CLOSET 2 2 2 P 2 P 8’_0” COORDINATE THE CEILING HEIGHT W/DUCTWORK HEIGHT/MECH. DWGS.
23 WOMEN'’S (ADD|T|ON) 1 2 2 3 2 P 7'—10"” |MATCH TO EXISTING WOMEN'S HEIGHT /\/ /\/ /\/
2, 3, 5 7, 9 | TENANT AREA (TYP) 2 2 2 AEK " WALL BEYOND
4, 6. 8, 10.12| TENANT AREA (TYP.) : 1 1 ] ]
2 2 2 Pl ALTERNATE 1 NOTE: ALL WALL MATERIALS MUST BE FLOOD COLUMN BEYOND _g”
1 TENANT AREA  (ALTERNATE 1 ) DAMAGE—RESISTANT AND COMPLIED WITH N _—1 1/4" WOOD CAP = ?VALE B@'?OHND
NOTE: ALL MATERIALS & FINISHES ( EXCEPT CEILING ) USED IN THIS PROJECT MUST BE FLOOD DAMAGE—RESISTANT AND MUST COMPLY WITH FEMA’S NFIP ( NATIONAL FEMA'S NFIP REGULATIONS. . \ C /)
FLOOD INSURANCE PROGRAM ) REGULATIONS. SEE FEMA’S TECHNICAL BULLETIN 2 / AUGUST 2008. 1 1/4" CAP
AROUND COLUMNK ‘\\¥
P.T. RUNNER _—1 1/4” WOOD CAP
(2 \DOOR SCHEDULE I T
—103/ SCALE: NTS — ~
P.T. RUNNER —— || — S P.T. RUNNER
|
P.T. 2x6 WOOD ! ELECT. PANEL. COORDINATE
DOORS AND FRAMES ALL CORRIDOR DOORS ARE 20 MIN. TOP PLATE (DOUBLE) = COLUMN BEYOND ——_ : /WITH ELECT. DWGS.
™ |
DOOR FRAME FIRE HARDWARE 5 NON—PAPER FACED, . |
RATING —! 5/8" NON—PAPER FACED, FIBER REINFORCED GWB © |
LOCATION SIZE LOUVER DETAILS L] REMARKS FIBER REINFORCED GWB ON BOTH SIDES (TYP.) N © 'N - N
SET | KEYSIDE |Z ON BOTH SIDES (TYP.) \ | N NON—PAPER FACED, © NON—PAPER FACED,
w H T MAT | TYPE| GLASS W H | MAT |TYPE| HEAD| JAMB(S) | SILL | LAB [HOUR| NO. |ROOM NO. | _-Jw | FIBER REINFORCED GWB J FIBER REINFORCED GWB
PT. 2x 2 1/2" WOOD e ON BOTH SIDES (TYP.) ON BOTH SIDES (TYP.)
20 (2)x 3-0"| 7-0" |1 3/4" | ALuM | cC 1/4” TEMP ALUM | 2 PANIC HARDWARE. MATCH TO EXIST ALUM STOREFRONT 6” P.T.WOOD STUDS STUDS @ 167 6.0, 1 o WOOD STUDS @ o o8 WOOD STUDS @
21 -0 | 7-0" |1 3/4" | woop | A — THE 1/2” DOOR UNDERCUT © 16" 0.c.— VARGEY VARGET
8| 7-0” g - SLIDING DOOR P.T. 2 1/2” PLATE TO BE N
22 (4)x 2’ 8” 70 1 3/4” Woob A - PLA?ET.TCZ)XEEWSI\?(?HSQEE N ANCHORED TO/ EXISTING FLOOR —— / P.T. PLATE TO BE ANCHORED / P.T. PLATE TO BE ANCHORED
x 2-8"| 7-0" |1 3/4" | woop | B | 1/4" TEMP HALF LITE SLIDING DOOR. SEE PLAN FOR THE LOCATION 90 BE ANCHORED / T0 EXISTING FLOOR / T0 EXISTING FLOOR
22A 3’-0" 7-0" |1 3/4” | wooD | A - HM 1 1/2” DOOR UNDERCUT K SCHEDULED TILE BASE \_ / SCHEDULED TILE BASE SCHEDULED TILE BASE
SCHEDULED TILE BASE >~ l *{ | | l [ = }’ = }’
Q_ ACN NEW AND — | T USE_6"_P.T. WOOD STUDS 0 USE 3 1/2” P.T. WOOD STUDS @ <:> <A>
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) FULL HEIGHT @ TO UNDERSIDE OF DUCTWORK
TYPICAL COLUMN WRAP BETWEEN
® 5 MEN'S & JAN CLO. (CONFIRM W,/THE OWNER) TENANT SPACES 5 \WALL TYPES
-0’ - /7 \ENLARGED FLOOR PLAN 103/ SCALE: 17 = 170
COORDINATE il I W SCALE: 1/2"=1"-0
THE SJZE 2'-0”
AND QUANTITY | Q) @ ® ®» © ® @ ® @) 2 @ ®,
W/OWNER TOILET ACCESSORY SCHEDULE | |
SEE A—104
® NEW WALL TO FOR ELEVATIONS (1) NEW DIAPER CHANGING STATION
SUPPORT URINAL @ o 0 o o/\o 0 0 0 0 o 0 o o o
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a EXIST. SOAP DISPENSER TO REMAIN
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/‘@ (3) RELOCATED EXIST. MIRROR Mk e |
| i | | ] EXIST. MIRROR TO REMAIN J == == E=ll==) .-
— NEW MIRROR TO MATCH TO EXIST. | i il N - s/ o &5 5 +
] (4) NEW HAND DRYER ]
| — (5) NEW TOILET SEAT COVER DISPENSER |
: | - (6) NEW DOUBLE ROLL TOILET PAPER DISPENSER @ ? P
G EQ@ \@ (7) NEW COAT HOOK | L
NEW 24" WIDE S.S. URINAL PARTITION 2 T NEW FLOGR TILE
' ? TO MATCH TO
6 ‘0 (9) NEW TOILET PARTITION ADUAGENT EXISTING
) é NEW PLUMBING FIXTURE. SEE PLUMBING DWGS. |
. SEE A—104 N S - ’_1
NEW UTILITY SINK & ACCESSORIES. SEE o o
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THE LAWS OF THE STATE OF MARYLAND, LICENSE
NO. 28580 @ INSTALL NEW FLOOR TILE TO MATCH EXISTING AT LOCATIONS WHERE EXISTING CONCRETE SLAB IS DEMOLISHED FOR NEW PIPES. COORDINATE W/ DEMOLITION AND MECHANICAL & PLUMBING PLAN.
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ABBREVIATIONS

SYMBOLS

~

A
ABV
ACCU
ACU
AD
AF
AFF
AHU
APD
APPROX
AST
ATC
ATF
AUTO
AVG
AW
BBD
BDD
BFP
BTU
BTUH
CA
CAO
cD
CFM
C
CLG
co
CONC
CONN
CONTD
CONTR
CONV
CR
CUH
cw
CWR
CWS
DB
dB
DCW
DDC
DEH
DFF
DFR
DFS
DFU
DFV
DHW
DHWR
DIA
DIP
DISC
DL
DN
DWG
DX
EA
EAT
EDB
EF
EG
EL
ER
ESP
ET
EUH
EWB
EWC
EWT
EXIST
FC
FCO
FD
FHP
FLA
FLR
FLTK
FMS

ALPHANUMERICAL VALUE VARIABLE
ABOVE

AIR COOLED CONDENSING UNIT
AIR CONDITIONING UNIT
ACCESS DOOR OR AR DRYER
ANTI-FREEZE

ABOVE FINISHED FLOOR

AIR HANDLING UNIT

AIR PRESSURE DROP
APPROXIMATE

ABOVE GROUND STORAGE TANK
AUTOMATIC TEMPERATURE CONTROL
AUTOMATIC TRANSMISSION FLUID
AUTOMATIC

AVERAGE

ACID WASTE

BOILER BLOW DOWN
BACKDRAFT DAMPER

BACKFLOW PREVENTER

BRITISH THERMAL UNITS
BRITISH THERMAL UNITS PER HOUR
COMPRESSED AR

COMPRESSED AIR OUTLET
CEILING DIFFUSER

CUBIC FEET PER MINUTE

CAST IRON

CEILING OR COOLING
CLEANOUT OR CARBON MONOXIDE
CONCRETE

CONNECTION

CONTINUED

CONTRACT

CONVECTOR

CEILING RETURN

CABINET UNIT HEATER

COLD WATER

CHILLED WATER RETURN
CHILLED WATER SUPPLY

DRY BULB

DECIBEL

DOMESTIC COLD WATER

DIRECT DIGITAL CONTROL
DEHUMIDIFIER

DIESEL FUEL FILL

DIESEL FUEL RETURN

DIESEL FUEL SUPPLY
DRAINAGE FIXTURE UNITS
DIESEL FUEL VENT

DOMESTIC HOT WATER
DOMESTIC HOT WATER RETURN
DIAMETER

DUCTILE IRON PIPE
DISCONNECT

DOOR LOUVER

DOWN

DRAWING

DIRECT EXPANSION

EXHAUST AR

ENTERING AIR TEMPERATURE
ENTERING DRY BULB TEMPERATURE
EXHAUST FAN

EXHAUST GRILLE

ELEVATION

EXHAUST REGISTER

EXTERNAL STATIC PRESSURE
EXPANSION TANK

ELECTRIC UNIT HEATER
ENTERING WET BULB TEMPERATURE
ELECTRIC WATER COOLER
ENTERING WATER TEMPERATURE
EXISTING

FLEXIBLE CONNECTION

FLOOR CLEANOUT

FIRE DAMPER OR FLOOR DRAIN
FUTURE HEAT PUMP

FULL LOAD AMPS

FLOOR

FLASH TANK

FACILITY MANAGEMENT SYSTEM (HVAC)

FLAT ON BOTTOM

FOR
FOS
FOT
FOV
FP

FPM
FPS
FRP
FS

FTR

GAL
GBDD
GC
GEN
GL
GPM
GR
GRD
GUH
HB
HC
HWR
HWS
HLS
HOA
HORIZ
HP
HPR
HPS
HUH
HVAC

LBS
LDB
LLG
LM
LPC
LPG
LPR
LPS
LRA
LSSD
LWB
LWT

MAU
MAX
MBH
MC
MCC
MFR
MH
MIN
MM
MO
MOD
MPR
MPS
N/A
NC
NFPA
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HEATING, VENTILATING & AIR CONDITIONING  SCR STEAM CONDENSATE RETURN EgﬂgﬂgﬁESO BE
HOT WATER eV STEAM CONTROL VALVE
HOT WATER HEATING COIL sD SMOKE DAMPER PIPING COMPONENTS
—0 ELBOW, TURNED UP TEE
FREQUENCY SF SUPPLY FAN :
5 = TEE, TURNED DOWN
INSIDE DIAMETER SFU SUPPLY FIXTURE UNITS ELBOW, TURNED DOWN 5 T TURNED U SOUBLE LINE SINGLE LINE
INDUSTRIAL EXHAUST REGISTER SG SUPPLY GRILLE o EXPANSION LOOP | DUCTWORK DRAWING DRAWING
INTAKE HOOD s SHOWER mffm EtngkERgaNNECTOR HERMOMETER REPRESENTATION REPRESENTATION
INFORMATION SHT SHEET > [ UNION OR FLANGE RISE (R) OR DROP (D)
INVERT ELEVATION S| INTERNATIONAL SYSTEM OF UNITS GAUGE W/COCK O, VACUUM BREAKER IN DIRECTION OF AR | | i
D CONCENTRIC REDUCER = SLEEVE FLOW (ARROW INDICATES R ( | | '
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FAN SCHEDULE

ELECTRICAL DATA APPROX. BASIS OF DESIGN AIR
AIRFLOW| ESP | SPEED CONTROL
TAG 1 crm) |iINwe)| (RPM) TYPE  IDRVE |\ oL Ts|PHASE|HERTZWATTY  METHOD OPER(/ETB'S)G WT- | MANUFACTURER MODEL REMARKS SEPARATOR
EF-1 150 0.25 1050 CEILING DIRECT| 120 1 60 128 LIGHT SWITCH 10 GREENHECK SP-B150 1,2 2) 7 @
S . !
1. WITH UNIT MOUNTED SPEED CONTROL. :
2. CONTRACTOR SHALL VERIFY FAN WILL FIT BEFORE ORDERING FAN.
- o)
|
P—1
18” DOWN
THROUGH CEILING G SHEET KEYNOTES
O
— REMOVE EXISTING RETURN AIR PLENUM
U EUH—1 (73"X247"X18" HIGH).
P—2
@_/ NEW 487"X24” RETURN AIR GRILL IN WALL.
(TITUS 35RL, 2@24X24)
@]
— CONNECT EXISTING DUCTWORK TO NEW RETURN
[ GRILLE.
) REMOVE EXISTING EXHAUST FAN IN WOMEN’S
ROOM BELOW. INSTALL NEW EXHAUST FAN.
MODIFY CEILING AS NECESSARY TO INSTALL
\ FAN AND CONNECT FAN TO EXISTING
ELECTRICAL CIRCUIT AND DUCTWORK.
189 12X12 DOA—T EXISTING 8"¢ FLEXIBLE EXHAUST DUCT.
/ CONNECT TO EXISTING METAL DUCT USING NEW
j / METAL WORM CLAMP.
EXISTING DUCTWORK
C / QIICB%D D
fo}
18X16 RETURN AIR
( EXPANSION M
) TANK ON FLOOR
2
o)
mATTIC PLAN ‘6”0 1° 2 3 4 5
W—10) SCALE: 1/2" = 1'=0 /2 = 10
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THE EVENT THAT A CONFLICT ARISES BETWEEN THE SEALED DRAWINGS AND THE ELECTROMIC FLES, THE | HEREBY CERTIFY THAT THESE DOCUMENTS WERE
SEALED DRAWINGS WILL GOVERN. PREPARED OR APPROVED BY ME, AND THAT | AM
A DULY LICENSED PROFESSIONAL ENGINEER UNDER
THE LAWS OF THE STATE OF MARYLAND, LICENSE
NO. 27702
EXPIRATION DATE: 6/14/12
DESIGNED CADD SCALE CITY OF ANNAPOLIS JOB No. DRAWING No.
PWH EMC AS NOTED ANNAPOLIS, MARYLAND 53938
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@ SHEET KEYNOTES

DISCONNECT AND CAP 2" NATURAL GAS LINE AT CEILING AS CLOSE TO WALL
AS POSSIBLE.

2. DISCONNECT 1” COLD WATER BRANCH LINE AT CEILING AND CAP FOR NEW w-no@ 10) wm-mdlé @WM-M
WORK, REFER TO P-102. WM-T8
5. REMOVE WATER METER AND TURN OVER TO OWNER.
4. REMOVE WATER HEATER AND TURN OVER TO OWNER.
s WM-T2 Gy
5. MARK ALL WATER AND GAS OUTLETS AS SAFE FOR DEMOLITION (I.E. WITH
SPRAY PAINT OR TAGS). G.C. TO REMOVE PIPING AND FIXTURES. <%VM_HQ @ @
6. REMOVE URINAL, FLUSH VALVE AND CARRIER. MAINTAIN FOR NEW WORK,
REFER TO DRAWING P-102.
/. REMOVE LAVATORY, FAUCET AND CARRIER. MAINTAIN FOR NEW WORK,
REFER TO DRAWING P-102.
8. REMOVE SERVICE SINK, FAUCET, SANITARY, VENT AND WATER PIPING. CAP
WATER PIPING BACK AT MAIN, AS NOT TO CREATE A DEAD LEG. CAP VENT
PIPING IN MECHANICAL SPACE. CAP SANITARY PIPING BELOW FLOOR. PATCH
FLOOR FOR NEW WORK. W) @ @ @
WM=T11
9. RELOCATE (2) DRAIN LINES FROM CONDENSATE PUMPS AND (1) 8
CONDENSATE DRAIN LINE FROM DEDICATED OUTSIDE AIR UNIT, TO THE NEW D
MOP SERVICE BASIN. EXTEND PIPING TO WITHIN 4” OF THE BOTTOM OF THE @O (BXINO wni-T1 (8
MOP SERVICE BASIN.
10. REMOVE ALL CONDENSATE PIPING LOCATED WITHIN THE WALLS TO @
MECHANICAL SPACE ABOVE, @
O WM-T9<% é}WM—W @O =TS é}WM—Ts
& ORE)
A\ PLUMBING PLAN — DEMOLITION o 4 g 16
» T - —
P-101 / SCALE: 1/8 = 1-0 1/8" = 1'=0"
co co co Co co co Co
T i n i i i X ° D
FD
FS
FD CLOSED CLOSED CLOSED
— CLOSED
CLOSED FS
CLOSED
CLOSED 0
CLOSED
CLOSED
co
o
CLOSED D
CLOSED
ks FS FS FD
FS S s FD
J CLOSED
—0 O O O O O O
C0 co cO c0 W cO N ¢0 Co
FS FD
A\ PLUMBING PLAN — BELOW FLOOR (FOR REFERENCE ONLY) o 4 8 16
: i : » ; » T ey " —
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#) SHEET KEYNOTES

1. CONNECT NEW 1" COLD WATER TO EXISTING WATER CAPPED UNDER DEMOLITION WORK.
REFER TO DRAWING P—101. RUN NEW WATER LINES ALONG CEILING AT SAME PITCH AS

CEILING.

2. DROP 17 COLD WATER DOWN IN NEW PARTITION. SPLIT PIPING INTO (2) 1/2" LINES.
PROVIDE A BALL VALVE AND CAP ON EACH BRANCH LINE, FOR FUTURE WORK.

3. EXISTING PLUMBING FIXTURES TO REMAIN.

4. INSTALL THE LAVATORY, FAUCET AND CARRIER, REMOVED UNDER THE DEMOLITION WORK.
CONNECT TO THE EXISTING COLD WATER, SANITARY AND VENT PIPING THAT PREVIOUSLY
SERVED THE REMOVED URINAL. EXTEND AND CONNECT HOT WATER PIPING TO THE EXISTING
PIPING THAT PREVIOUSLY SERVED THE RELOCATED LAVATORY. CUT AND PATCH THE WALL

AS REQUIRED. MATCH EXISTING MATERIALS.

5. INSTALL THE URINAL, CARRIER AND FLUSH VALVE REMOVED UNDER THE DEMOLITION WORK.
CONNECT 3/4" COLD WATER TO EXISTING COLD WATER PIPING AND DROP IN WALL TO

URINAL. EXTEND SANITARY TO BELOW FLOOR AND CONNECT TO EXISTING 2" PIPING THAT
SERVED THE URINAL, IN THE PREVIOUS LOCATION. CUT AND PATCH FLOOR, AS REQUIRED,

TO RUN PIPING.

6. CUT AND PATCH FLOOR, AS REQUIRED, TO INSTALL FLOOR SINK AND DRAIN, PLUMBING

FIXTURES, PIPING AND ACCESSORIES.

/. REMOVE GRATES FROM FLOOR SINKS AND REPLACE WITH A SECURED SOLID COVER.

THIS DRAWING IS AND SHALL REMAIN THE PROPERTY OF GANNETT FLEMING, INC. ANY MISUSE, REUSE,
ALTERATIONS, ADDITIONS, AND/OR DELETIONS OF THESE DRAWINGS ON PROJECT EXTENSIONS OR OTHER
PROJECTS SHALL BE AT THE USER'S SOLE RISK AND WITHOUT LIABILITY TO GANNETT FLEMING, INC. IN
THE EVENT THAT A CONFLICT ARISES BETWEEN THE SEALED DRAWINGS AND THE ELECTRONIC FILES, THE
SEALED DRAWINGS WILL GOVERN.

© GANNETT FLEMING, INC. 2011

1% VENT UP TO ATTIC,
CONNECT TO EXISTING P-2

VENT PIPING

FCO©

2" VENT UP TO ATTIC, CONNECT

WATER AND %" HOT

i
i
|
TO EXISTING VENT PIPING\ ii/EXBTlNG %" COLD
|
|
|

- | WATER, IN ATTIC
FS=1 FS-1 Em FD—1!!
[] [] i o !l
I P_1 : —
of T W@ E3 (3
~® @ e @
— e s o \
' ' ¥ o e 10 e . o
RUNPIPE ON EXISTING | | CONNECT TO EXISTING o
PIPE RACK, (TYP) | | VENT PIPING EXISTING %" HOT
\. | WATER UP TO ATTIC
| !
| !
o= R
EXISTING FLOOR S|NK/ EXISTING FLOOR SINK
mPLUMBING PLAN — NEW WORK 1’0 4 g 16
m ; » e ——
P-102/ SCALE: 1/8” = 1'—0 e e
GENERAL NOTES:
1. CONFIRM THE EXACT LOCATION OF ALL EXISTING PIPING.
2. MODIFY EXISTING PIPING AS REQUIRED TO SERVE PLUMBING FIXTURES.
P-2
P—35A - _~EXISTING
P-4 ¢ " WATER CLOSET
Q\
/EXISTING FCO
FCO © 3
& &/ N\ ExisTiNG
SANITARY
2" VENT UP
EXISTING CLOSED \>
.y Fs1 g7 FLOOR DRAN p_1 = Aey s
9 \ _EXISTING SANITARY o o
_ EXISTING
© O\ = °_//° / L7 WATER cLoSET
FCO
P=3
g}\/ /EXISTING SANITARY /EXISTING CLEANOUT, TYPICAL
O O % O
EXISTING FLOOR smﬁ \ EXISTING FLOOR SINK
@ @
mPLUMBING BELOW SLAB PLAN — NEW WORK o0 4 g 16
5 ; n T ——
P-102 / SCALE: 1/8 = 1 -0 1/8" = 1'-0"
Professional Certification
e T S o v L O
A DULY LICENSED PROFESSIONAL ENGINEER UNDER 1. GENERAL CONTRACTOR IS RESPONSIBLE FOR SLAB CUTTING AND REMOVAL. COORDINATE ALL CUTTING REQUIREMENTS.
THE LAWS OF THE STATE OF MARYLAND, LICENSE 2. PLUMBING CONTRACTOR IS RESPONSIBLE FOR TRENCHING, BEDDING, AND BACKFILL OF ALL PIPING TRENCHES.
NO. 27702 3. SHUT-DOWN THE HVAC SYSTEM DURING THE CUTTING OF FLOORS AND WALLS. SEAL ALL INLET AND OUTLET OPENINGS IN THE
EXPIRATION DATE: 6/14/12 HVAC DUCT SYSTEM TO PREVENT DUST FROM ENTERING THE DUCTWORK OR HVAC UNIT. FAILURE TO PROPERLY SEAL HVAC
DUCT SYSTEM WILL RESULT IN THE REQUIREMENT OF PROPERLY CLEANING THE ENTIRE DUCT SYSTEM.
DESIGNED CADD SCALE C|TY OF ANNAPOUS JOB No. DRAWING No.
WKK EMC AS NOTED ANNAPOLIS, MARYLAND PLUMBING 53938
|}
No. DESCRIPTION DATE | BY CHECKED APPROVED APPROVED EannEtt F lem’ng MARKET HOUSE NEW WORK DATE P—102
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GENERAL NOTES FOR PLUMBING WORK

FLOOR, AREA AND ROOF DRAIN SCHEDULE PLUMBING FIXTURE SCHEDULE
1. LOCATIONS OF EQUIPMENT, PIPING, ETC. SHOWN ON THE DRAWINGS IS APPROXIMATE AND IS NOT INTENDED TO
SHOW EXACT LOCATIONS. MOUNTING
SYMBOL | OUTLET TOP DESCRIPTION LOCATION COMMENTS SYMBOL FIXTURE CW | HW |WASTE| VENT | HEIGHT DESCRIPTION
2. CHECK AND VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS AT THE SITE. PROVIDE ALL NECESSARY OFFSETS (IN)
AND FITTINGS FOR A COMPLETE INSTALLATION. _ ” , _
FD—1 3 6” SS SQUARE CAST IRON TOILET ROOM P—TRAP, TRAP PRIMER CONNECTION o1 WATER CLOSET - ~ . , 5 FLOOR MOUNTED. CARRIER. FLUSH VALVE
3. INSTALL ALL EQUIPMENT AND MATERIALS IN STRICT ACCORDANCE WITH RESPECTIVE MANUFACTURER'S WRITTEN . )
FS—1 A.R.E. COATED CAST IRON | TENANT SPACES T5 & T9 P—TRAP, TRAP PRIMER CONNECTION :
INSTRUCTIONS. * 12 SQUARE P—2 URINAL (ADA) 3/47 | - 2 |1 1/4 17 WALL MOUNTED, EXISTING RELOCATED, ADA MOUNTING HEIGHT
4. COORDINATE PLUMBING WORK WITH THE WORK OF ALL OTHER TRADES. REWORK DUE TO THE LACK OF ”
COORDINATION IS THE RESPONSIBILITY OF THE CONTRACTORS. P=3 LAVATORY /27 /2 1 /40 174 3t WALL MOUNTED, CARRIER, FAUCET, TRIM
5. ALL DIMENSIONS AND PIPE SIZES ARE IN INCHES, UNLESS NOTED OTHERWISE. P—3A LAVATORY 1/2° | 1/2 |1 1/4]1 1/4] 36 WALL MOUNTED, EXISTING RELOCATED, TRIM, ADA MOUNTING HEIGHT
6. gg”EI[ESIEWATER, WASTE AND VENT PIPING TO FIXTURES IN ACCORDANCE WITH SIZES INDICATED ON FIXTURE P—4 | MOP SERVICE BASIN| 1/2 | 1/2| 3 |1 1/2] 10 FLOOR MOUNTED, FAUCET, TRIM
7. RUN 2 MINIMUM SIZE WASTE PIPING BELOW GROUND INSIDE BUILDING REGARDLESS OF SIZE NOTED ON FIXTURE
SCHEDULE.
8. SLOPE ALL SANITARY, WASTE AND STORM WATER LINES 1/8 — INCH PER FOOT, UNLESS NOTED OTHERWISE.
9. RUN PIPING CONCEALED, EXCEPT IN MECHANICAL ROOMS OR WHERE OTHERWISE INDICATED.
10. RUN CONCEALED PIPING ON ROOM SIDE OF BUILDING INSULATION, UNLESS NOTED OTHERWISE.
11. WHERE PIPING IS RUN IN EXTERIOR WALLS OR AREAS OF POTENTIAL FREEZING PROVIDE AN ADDITIONAL 1” OF EXISTING EXISTING
INSULATION, 304 le 1 1/4| cw
12. FURNISH AND INSTALL ACCESS PANELS, WHETHER INDICATED OR NOT FOR ACCESS TO CONCEALED VALVES, TRAPS L o N R B
OR EQUIPMENT WHERE NO OTHER MEANS OF ACCESS IS PROVIDED. PAINT ACCESS PANELS TO MATCH WALL N l | | | ATTIC FLOOR |
COVERING. PANEL SHALL BEE OF TYPE TO MAINTAIN FIRE RATING OF STRUCTURE AND SIZED FOR CLEAR SERVICE . ; : :
ACCESS. | L eeme 1 Ese ] | |
AR ' T S H ! !
13. PROVIDE EXPANSION JOINTS WHERE PIPES CROSS BUILDING EXPANSION OR SEISMIC JOINTS. | | | /G | | | | |
| | . | | |
|
14. PROVIDE PIPE ESCUTCHEONS AT ALL EXPOSED PENETRATIONS OF FLOOR, WALLS AND CEILINGS. | ‘E%IVI‘NG_ 1. _____T__—L_E%IIE')\IVS | ‘T“_‘_L_‘_‘_‘_‘_I‘ N SR - %E‘T% ] |
15. ALL EXPOSED HANGER RODS AND MISCELLANEOUS SUPPORTS SHALL BE GALVANIZED STEEL OR PLATED, INCLUDING !_ | T_ ! | . ' 5 | . | . .
CRAWL SPACE AND EXTERIOR INSTALLATIONS, UNLESS NOTED OTHERWISE. | | | i | | | | | T | T———| | | | |
| . - - | |
I 1 | l_ _?- [ | 1 |
16. INSTALL ALL WORK IN ACCORDANCE WITH ALL APPLICABLE CODES AND REGULATIONS, LOCAL, STATE AND FEDERAL. | i i i i | | | | i i | | | i | | |
) |
17. PROVIDE ALL CUTTING AND PATCHING NECESSARY FOR REMOVAL AND INSTALLATION OF FIXTURES, PIPING AND | i | | i | | i | | | | i Lg | i | |
EQUIPMENT. ! | ! ! ! . - | | %' ! . < | . .
| | | |
18. SHUT-DOWN THE HVAC SYSTEM DURING THE CUTTING OF FLOORS AND WALLS. SEAL ALL INLET AND OUTLET | | | | | | | ! | | | | ! * | ! ! |
OPENINGS IN THE HVAC DUCT SYSTEM TO PREVENT DUST FROM ENTERING THE DUCTWORK OR UNIT. FAILURE TO » | | L | B » » |1/2-~ % ! |1/2-- % |
PROPERLY SEAL HVAC DUCT SYSTEM WILL RESULT IN THE REQUIRMENT OF PROPERLY CLEANING THE ENTIRE DUCT | K g | |3 | | | | K K : | | | | |
SYSTEM. | i | | i | [ ] | ' ' | ! |—|I | |
| 1
-1 \_1 P2 P-4 | | 3 : P-3 =
19. DEMOLITION, CUTTING AND PATCHING WHERE INDICATED ON THE DRAWINGS IS INTENDED ONLY AS A GUIDELINE FOR EXIST) | o3 (RELOCATED)! — P P — ! ExiST EXIST) |
UNDERSTANDING THE SCOPE OF WORK AND TO BE USED ONLY FOR THAT PURPOSE. | EX50] RELOGaED — | | | mll | |
(RELOCATED) - i TRAP PRIMER VALVE
20. UNLESS OTHERWISE NOTED, CONSTRUCTION MATERIALS AND EQUIPMENT REMOVED SHALL BECOME THE PROPERTY OF | | | i |
THE CONTRACTOR AND SHALL BE LEGALLY DISPOSED OF OFF THE SITE. | FD-1 i LooR
21. EXISTING EQUIPMENT AND MATERIALS SHALL REMAIN, UNLESS OTHERWISE NOTED. | | anTor | At - |
MEN'S CLOSET | > WOMEN'S
22. WHERE PLUMBING EQUIPMENT IS BEING REMOVED, REMOVE ALL PIPING, VALVES WIRING AND OTHER APPURTENANCES. - - - - - — Mg MR - S - ™M ° |
23. COORDINATE WORK WITH EXISTING STRUCTURAL AND ARCHITECTURAL FEATURES AND PROVIDE OFFSETS AND FITTINGS
AS REQUIRED.
24. PATCH ALL OPENINGS IN BUILDING CONSTRUCTION WHERE PIPING, ETC. IS REMOVED. PATCHING SHALL BE SAME DOMESTIC WATER RISER DIAGRAM
MATERIAL AS SURROUNDING CONSTRUCTION. FINISH TO MATCH EXISTING TO THE EXTENT POSSIBLE. NO SCALE
25. VERIFY LOCATION OF EXISTING UNDERGROUND UTILITIES AND PIPING BEFORE COMMENCING WORK AND AGREE TO BE
FULLY RESPONSIBLE FOR ALL DAMAGES WHICH MIGHT OCCUR BY THE FAILURE TO EXACTLY LOCATE AND PRESERVE
ANY UNDERGROUND UTILITIES.
26. SEAL ALL WALL AND FLOOR PENETRATIONS. SEAL ALL PENETRATIONS IN FIRE RATED WALLS AND FLOORS IN
ACCORDANCE WITH UL LISTED ASSEMBLIES.
EXISTING EXISTING
3'VTR 4"VTR
JIL I
r— 1 ~1 — = — 4 — S = I
| | | EXISTING __ j | __EXSTNG _ __ ) |
IVENT T , T 2"VENT ,
— 11/4" VENT —
| | | B | | | | | |
| | | | | | | | | | |
= = = =
g = 2t & . & 2E .
| | | = Y BE = | = %z |
= 5~ Eo > | > = |
| ] - |
| | | P3 | | EXIST | (RELOCATED) (RELOCATED) |
| | | & | | Pt S | S capED P4 FD |
FCO P4 | FCO P4 FD-1 P1 | | (ExXsT) EXIST | (EXIST) EXIST) (EXIST FLOOR |
| | | | | | T |
: : N N ™~ :
| | . | S % | | % N s | K K k h % |
| K k K " L K ' EXIST2" — (— b; '
| | K 3 | 4 b\ 4 L LEX|ST4" b\ | * * EXIST 4" |
| EXIST 4" -
T | @ & l
_ e : e CORRIDOR CLOSET WOMEN'S MEN'S
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9.

#| DEMOLITION

. REMOVE AND SALVAGE FOR REUSE TENANT ELECTRICAL PANEL.

REMOVE PANEL FEED (FEEDER INSTALLED IN FLEXIBLE METAL

CONDUIT) UP TO ATTIC. DISCONNECT ALL CIRCUITS FROM
ELECTRIC PANEL.

. REMOVE ALL CONDUIT, WIRE, OUTLETS, AND ELECTRICAL DEVICES

MOUNTED ON COLUMNS OR STUBBED UP FROM THE FLOOR.
MARK ALL OTHER ELECTRICAL OUTLETS IN DESIGNATED STALLS AS
SAFE FOR REMOVAL BY OTHERS (SPRAY PAINT, TAGS, ETC.).
GENERAL CONTRACTOR TO REMOVE ALL CONDUIT AND ELECTRICAL
DEVICES IN OR ON WALLS.

. REMOVE SURFACE MOUNTED RECEPTACLE(S) AND ASSOCIATED

WIRING/CONDUIT UP TO CEILING. CIRCUIT TO BE EXTENDED TO
NEW RECEPTACLE(S) PER NEW WORK NOTES #5 & #6 BELOW.

. REMOVE SURFACE MOUNTED TELEPHONE JACK AND ASSOCIATED

WIRE BACK TO SOURCE. CONDUIT TO BE EXTENDED TO NEW
TELEPHONE JACK LOCATION

. REMOVE SUSPENDED TRACK LIGHTING AND ASSOCIATED

WIRING/CONDUIT TO NEAREST JUNCTION BOX. RETURN TRACK
LIGHTING TO OWNER.

. RELOCATE WALL MOUNTED LIGHT FIXTURE AND ASSOCIATED

WIRING/CONDUIT TO NEW WALL LOCATION.

. RELOCATE 120V WIRING/CONDUIT AS REQUIRED TO ACCOMODATE

RELOCATION OF WALL MOUNTED HAND DRYER.

# NEW WORK NOTES

. INTERCEPT EXISTING ELECTRICAL PANEL FEED IN ATTIC, PROVIDE

MINIMUM 16°X16"X4" JUNCTION BOX IN ATTIC, AND EXTEND

44#3/0, 14#4 GRD IN 2" FLEXIBLE METAL CONDUIT TO NEW PANEL

LOCATION. PANEL MOUNTED 5'-0" TO THE BOTTOM OF THE

PANEL BUS BARS. ROUTE FEEDER ADJACENT TO EXISTING
STRUCTURAL COLUMN.

. NEW SURFACE MOUNTED LIGHT FIXTURE TO MATCH EXISTING IN

BATHROOM. CONNECT TO EXISTING BATHROOM. CONNECT TO
EXISTING BATHROOM LIGHTING CIRCUIT WITH 2#12, 1#12 GRD. IN

% FLEXIBLE METAL CONDUIT.

.NEW LIGHT SWITCH AND WALL MOUNTED LIGHT FIXTURE (LIGHT

FIXTURE MOUNTED ABOVE DOOR). CONNECT WITH 2#12, 1#12

GRD. IN %" FLEXIBLE METAL CONDUIT TO NEARBY MEN'S ROOM
LIGHTING CIRCUIT. 3'=0" LIGHT FIXTURE PER THE FOLLOWING:
DAYBRITE CAT. NO. WB225CP120-1/2.

.NEW EXIT SIGN ABOVE EXISTING DOOR. CONNECT WITH 2#12,

1#12 GRD. IN %" FLEXIBLE METAL CONDUIT NO NEARBY EXIT
SIGN. NEW EXIT SIGN PER THE FOLLOWING: MCPHILBEN CAT. NO.
ER44L1R.

. INSTALL NEW FLUSH MOUNTED DUPLEX RECEPTACLE 36" AFF

CONNECT WITH 2#12, 1#12 GRD. IN %" FLEXIBLE METAL
CONDUIT TO NEARBY CIRCUIT REFERENCED IN DEMOLITION NOTE
#3 ABOVE.

. NEW FLUSH MOUNTED DUPLEX RECEPTACLE IN EXISTING

GYPBOARD WALL ABOVE NEW CONSTRUCTION (I.E. ABOVE
PLATFORM). CONNECT WITH 2#12, 1#12 GRD. IN %" FLEXIBLE
METAL CONDUIT TO NEARBY CIRCUIT REFERENCED IN' DEMOLITION
NOTE #3 ABOVE.

. RELOCATED  WALL MOUNTED LIGHT (CENTERED ON WALL)

MOUNTED 80" HIGH MEASURED TO THE BOTTOM OF THE LOWEST
PART OF THE FIXTURE.

.NEW FLUSH MOUNTED TELEPHONE JACKS MOUNTED 36" AFF

PROVIDE (2) CAT 5E CABLES FROM THIS LOCATION TO

TELEPHONE DEMARC. IN %"C. MODIFY CONDUIT AS REQUIRED TO
ACCOMMODATE NEW JACK LOCATION.

JUNCTION BOXES IN ATTIC FOR PANEL T7 & T9.

10. JUNCTION BOXES IN ATTIC FOR PANELS T3 & T5.

OHEET GENERAL NOTES

1. ALL ELECTRICAL WATER HEATERS, ELECTRIC FURNACES,
GENERATORS, HEAT PUMPS AIR CONDITIONERS, AND OTHER

PERMANENT ELECTRICAL INSTALLATIONS SHALL BE PERMITTED

ONLY AT OR ABOVE EIGHT FEET ABOVE MEAN SEA LEVEL.

2.NO ELECTRICAL DISTRIBUTION PANELS SHALL BE PERMITTED AT
AN ELEVATION LESS THAN 10’-0" ABOVE MEAN SEA LEVEL.

3. TENANTS ARE LIMITED TO THE FOLLOWING POWER DEMAND: 47.9
WATTS PER SQUARE FOOT.

THIS DRAWING IS AND SHALL REMAIN THE PROPERTY OF GANNETT FLEMING, INC. ANY MISUSE, REUSE, i 11 i
ALTERATIONS, ADDITIONS, AND/OR DELETIONS OF THESE DRAWINGS ON PROJECT EXTENSIONS OR OTHER P rOfeSS 1on Ol Cert l fl ca t 1on

THE EVENT THAT A CONFLICT ARISES BETWEEN THE SEALED DRAWINGS AND THE ELECTRONIC FLES, THE | HEREBY CERTIFY THAT THESE DOCUMENTS WERE

SEALED DRAWINGS WILL GOVERN. PREPARED OR APPROVED BY ME, AND THAT | AM

A DULY LICENSED PROFESSIONAL ENGINEER UNDER
THE LAWS OF THE STATE OF MARYLAND, LICENSE

NO. 28580
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